	20:44:22:28.  System grounding connections. All grounding electrode conductors of the system grounding connections must terminate on the neutral bus inside the service equipment unless they are inspected before the service is energized by the power supplier.

	Source: 19 SDR 155, effective April 14, 1993; 20 SDR 222, effective July 6, 1994; transferred from § 20:44:05:33, August 12, 1994.
	General Authority: SDCL 36-16-12.
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