[bookmark: _GoBack]	44:73:12:34.  Vacuum breakers. An antisiphon device or backflow preventer shall be installed on any hose bib and on any fixture to which hoses or tubing can be attached such as janitor sink, bedpan flushing attachment, and handheld shower. An antisiphon device or backflow preventer shall be installed on all plumbing and equipment where any possibility exists for contamination of the potable water supply.

	Source: SL 1975, ch 16, § 1; 6 SDR 93, effective July 1, 1980; 14 SDR 81, effective December 10, 1987; 22 SDR 70, effective November 19, 1995; 26 SDR 96, effective January 23, 2000; transferred from § 44:04:13:35, 42 SDR 51, effective October 13, 2015.
	General Authority: SDCL 34-12-13(1)(4)(14).
	Law Implemented: SDCL 34-12-13(1)(4)(14).

