[bookmark: _GoBack]	44:75:14:21.  Operating and delivery room lighting. Operating and delivery rooms shall have general lighting for the room in addition to special lighting units at the surgical and obstetrical tables. Each special lighting unit for local lighting at tables shall be connected to an independent circuit.
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