[bookmark: _GoBack]	44:76:02:13.  Ventilation. Electrically powered exhaust ventilation shall be provided in all soiled areas, wet areas, toilet rooms, and storage rooms. Clean storage rooms may also be ventilated by supplying and returning air from the building's air-handling system.
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