[bookmark: _GoBack]	44:76:11:26.  Hot water systems. Hot water distribution systems over 50 feet (15.24 meters) long shall recirculate to provide hot water at each fixture at all times. The hot water heating equipment shall have sufficient capacity to supply water at the temperature and amounts needed for facility operations.

	Each storage tank provided shall be fabricated of noncorrosive metal or lined with noncorrosive material.
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