[bookmark: _GoBack]	44:78:02:12.  Exhaust ventilation. Electrically powered continuous exhaust ventilation shall be provided for soiled areas, wet areas, and toilet rooms at ten air changes each hour and shall be provided for storage rooms at two air changes each hour.
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