[bookmark: _GoBack]	44:78:02:15.  Heating and cooling. The facility heating system shall be capable of maintaining a minimum temperature of 75 degrees Fahrenheit at winter design conditions. The building cooling system shall be capable of maintaining room temperatures in occupied spaces at 75 degrees Fahrenheit or less.
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