	61:08:09:23.  Hydrostatic pretest -- Water level indicator. Each boiler must be equipped with at least one water glass. Each boiler with more than six square feet of grate area must have one additional water glass or must be equipped with try-cocks. The lowest visible part of the water glass must be at least two inches above the crown sheet. The lowest try-cock must be at least two inches above the crown sheet.
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