	61:08:09:33.  External inspection -- Cleanliness and ASME compliance. The inspector shall observe the general cleanliness of the boiler and its auxiliary equipment. The boiler fittings, valves, and piping must be checked for compliance with requirements contained in Part PG, Section I, 2001 ASME Boiler & Pressure Vessel Code, and with §§ 61:08:09:15 to 61:08:09:23, inclusive.
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