	74:12:04:09.  Oil storage in open receptacles prohibited -- Fire walls required on oil tanks. Oil may not be stored or retained in earthen reservoirs or in open receptacles. Dikes or fire walls must be erected and kept around all oil tanks or battery of tanks. The dikes or fire walls must be constructed so they can contain at least one hundred and ten percent of the volume of the largest tank in the battery.

	Source: 38 SDR 117, effective January 12, 2012.
	General Authority: SDCL 45-9-13.
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