	74:56:01:10.01.  Replacement of existing UST systems -- Tanks. Any existing UST system that is located within 1,000 feet of an existing community water system or potable drinking water well, and is replaced after January 1, 2009, must be upgraded to provide secondary containment and be monitored for leaks in accordance with § 74:56:01:30.
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